
Measurement Report
General Information

Customer  Name of Measurement
Program 

Refrigeration 

  Date of Measurement 6/5/26 8:52:10 AM 

Instrument Information

Instrument Name/Serial Number Measurement Parameters  

testo 115i (45901802) Temperature Surface increment: On 

testo 550i (83311803) Low Pressure, High Pressure  

testo 115i (83753097) Temperature Surface increment: On 

Measurement Parameters

Measuring mode Continuous Pressure Type Relative 

Measuring Cycle 1 Sec Ambient Pressure 101.300 kPa 

Suction Line Temperature testo 115i (83753097) Refrigerant R410A 

Liquid Line Temperature testo 115i (45901802) Start Time 6/5/26 8:26:40 AM 

Low Pressure testo 550i (83311803) End 6/5/26 8:51:40 AM 

High Pressure testo 550i (83311803) Duration 25 Min. 0 Sec 

Measurement

6/5/26 8:51:40 AM
 Low Pressure 443 kPa  High Pressure 2,315 kPa 

 Suction Line Temperature 37.9 °C  Liquid Line Temperature 9.6 °C 

 Vapor Saturation Temp -11.5 °C  Liquid Saturation Temp 39.9 °C 

 Superheat 49.4 K  Subcooling 30.3 K 
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Attached graphic sections

Attached Images
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Comments

Filter clogged, living zone broken, ducting eaten refrigerant low, cuts out on de ice

6/5/26  

Date Technician Signature
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